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Ground

Neutral

230 V
50 Hz

Connection for incoming cable.

Line
RD/BL
WHITE

RD/BL

If the two black/red
lines switch place,
the motor will
change direction of
rotation.

M2
3

Ground

Neutral

230 V
50 Hz

Connection for incoming cable.

Line 3 Black
2 Red
1 Brown

If the 3 Black and
2 Red lines switch
place, the motor will
change direction of
rotation.

L1

L2

L3

Ground

L1

L2

L3

Ground

Use the correct diagram when connecting the power supply to the
rotor motor. Three diagrams are supplied and it is to be used with
cassette unit 1) RU-060, 2) RU-061-102, 3) RUF-122-242
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Wenn das Kabel der Netzspannung vom
Klemme 3 auf Klemme 2 getauscht wird,
ändert die Drehrichtung des Motors.


